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Applicant: Zucchetti Centro Sistemi SpA. 

Via Lungarno 305/A 52028 Terranuova Bracciolini(AR), Italy. 

Product: Solar Grid-tied Inverter 

Model(s): AZZURRO 3PH 100KTL-V4, AZZURRO 3PH 110KTL-V4,  

AZZURRO 3PH 125KTL-V4-A 

 

Use in accordance with regulations: 

Automatic disconnection device with three-phase mains surveillance in accordance with DIN VDE 
0126-1-1 VFR2019, Enedis-PRO-RES_10E, for PV Inverter systems with a three-phase parallel 
coupling via an inverter in the public mains supply. The automatic disconnection device is an 
integral part of the aforementioned inverter. This serves as a replacement for the disconnection 
device with isolating function that can access the distribution network provider at any time. 

 

Applied standards and guidelines: 

UTE C15-712-1:2013-07 
Hybrid Inverter installations connected to the public distribution network 

DIN VDE 0126-1-1:2013-08 (VFR 2019) 
Automatic disconnection device between a generator and the public low-voltage grid 

Enedis-PRO-RES_10E:2020-06 
Description and study of decoupling protections for connecting production facilities connected to 
the public distribution network 

 

The safety concept of an aforementioned representative products corresponds at the time of issue of this 
certificate to the valid safety specifications for the specified use in accordance with regulations. 

 
The referred test report(s) show that the product complies with standard(s) recognized as giving presumption 
of compliance with the essential requirements. 

This verification does not imply assessment of the production of the product. 

 

 

Report No: 230320JHA063-DG-FR-001 

Verification No: 230320JHA063-DG-FR-C001 

Date of issue: 2023-04-27 
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